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Rated MVA 100.0 MVA
Rated Voltage 138000 V
LF KVA5736.48 KVA
5727.6 KW
319 SKVAR
ubLF PQ
A: 1909.19 kW, 106.51 KVar
B: 1909.19 kW, 106.51 kVar
C: 1909.19 KW, 106.51

LF Voltage(%) 99.88 %
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Rated MVA 100.0 MVA
Rated Voltage 138000 V
LF KVA 3945858 KVA.
391547 KW
4887.8 KVAR
ubLF PQ
A: 1305156 kW, 162928 Kvar
B: 13051.56 KW, 1629.28 KVar
\|, C: 1305156 KW, 1629.28 KVar
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LF Voltage(%) 99.88 %

| wonder why two utility
is not shared balanced
like 94A each of 50%

each for load sharing ?
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Total is 189.27A
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& LF Current (%) 56.55 %




